////»—PENTAGON NUT (1 1/8”)

RECESS WITH STEM CAP
(KP—75—R)

4" MIN.

PINNED ////

/-/—1 1/4” SQ. STEEL SHAFT — ZINC
ol PLATED, 607L., CUT TO FIT

(KP—125-60-S)

V/\ /2 1/2" PVC (SCHEDULE 160)

COUPLER FOR DRESSER VALVE
(55—-C), OR COUPLER FOR PRATT
VALVE (75—PC)
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REF. & REV. CITY OF FRESNO

FIRE HYDRANT INSTALLATION AUG. 2002
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